Bid No. B14-11
Bldg 1000 Bathroom Renovation

Addendum No. 2

This Addendum No. 2 sets forth modifications to portions of the bid and contract documents for the above-referenced work described as:

B14-11 Bldg 1000 Bathroom Renovation

See revised Plan which shows furring on concrete wall and surface mounted dispensers:

• Walls: New 2x douglas fir 16” typ, on 2x P.T.D.F. sills with 5/8” type-x gyp. Board, both sides.

• Furr wall 6” max, using P.T.D.F studs and 5/8” type-x gyp board.

• Surface mounted seat cover and toilet paper dispenser.

• Replace, reline or burst 4” drain at least 60 feet in length to main drain. Submit proposal for relining method in submittals to college.

Bid Due Date: Monday, May 19, 2014, 2:00PM Bldg 2030